
Water System:GA0890001-DEKALB COUNTY  Treatment Facility:201-DEKALB CO WATER PLANT Feb 2017

Date Oprn

CHATTAH

OOCHEE 

RIVER 044-

1290-03

Processed 

or Treated 

thru Plant 

(MG)

Treated 

Water 

Pumped to 

Dist. 

System 

(MG)

pH
Alkalinity 

(mg/L)

Temp 

(degree C)
Fe (mg/L) Mn (mg/L)

Maximum 

Turbidity 

(NTU)

Minimum 

Turbidity 

(NTU)

Total 

Hours 

Plant 

Operated 

(hrs)

Number of 

Filters 

Actually in 

Use

Maximum 

Settled 

Water 

Turbidity 

(NTU)

pH

Maximum 

Turbidity 

(NTU)

Minimum 

Turbidity 

(NTU)

Average 

Turbidity 

(NTU)

Total 

Number of 

Turbidity 

Measurem

ents 

Performed

Maximum 

Filtered 

Particles 

(in 3 - 15 

micron 

range) 

(particles/1

00ml)
01 In Oprn 60.42 65.48 57.16 6.64 17.00 17.00 0.06 0.00 2.28 1.95 24.00 9.00 0.34 6.29 0.08 0.02 0.05 48.00 42.00

02 In Oprn 60.35 66.46 55.70 6.63 17.00 17.00 0.06 0.00 2.12 1.71 24.00 9.00 0.82 6.32 0.07 0.04 0.05 48.00 45.00

03 In Oprn 78.92 70.08 56.47 6.60 18.00 17.00 0.06 0.00 3.62 1.63 24.00 9.00 0.18 6.21 0.08 0.02 0.05 48.00 35.00

04 In Oprn 64.49 67.11 57.50 6.69 18.00 17.00 0.06 0.00 2.77 1.47 24.00 9.00 0.15 6.24 0.07 0.04 0.05 48.00 49.00

05 In Oprn 63.73 71.91 59.32 6.75 18.00 17.00 0.05 0.00 1.86 1.38 24.00 9.00 0.16 6.30 0.07 0.04 0.05 48.00 43.00

06 In Oprn 63.66 65.20 57.10 6.68 20.00 18.00 0.05 0.00 2.65 1.25 24.00 9.00 1.10 6.30 0.12 0.03 0.06 48.00 38.00

07 In Oprn 69.63 66.99 55.23 6.69 17.00 17.00 0.06 0.00 1.95 1.15 24.00 9.00 1.14 6.29 0.07 0.03 0.05 48.00 320.00

08 In Oprn 69.14 65.44 56.87 6.66 18.00 17.00 0.04 0.00 1.34 1.07 24.00 9.00 0.18 6.29 0.07 0.03 0.05 48.00 34.00

09 In Oprn 63.38 66.83 54.33 6.70 15.00 18.00 0.05 0.00 1.53 0.91 24.00 9.00 0.13 6.29 0.05 0.04 0.04 48.00 70.00

10 In Oprn 60.31 66.79 60.93 6.69 17.00 17.00 0.05 0.00 1.90 1.04 24.00 9.00 0.16 6.32 0.08 0.03 0.04 48.00 58.00

11 In Oprn 58.9 64.83 56.92 6.64 18.00 17.00 0.05 0.00 1.54 1.08 24.00 9.00 0.22 6.26 0.08 0.03 0.05 48.00 38.00

12 In Oprn 63.66 67.38 59.06 6.67 18.00 17.00 0.05 0.00 1.80 1.00 24.00 9.00 0.67 6.29 0.08 0.04 0.05 48.00 38.00

13 In Oprn 64.59 70.56 57.55 6.64 19.00 18.00 0.04 0.00 1.74 0.95 24.00 9.00 0.17 6.25 0.07 0.03 0.05 48.00 47.00

14 In Oprn 65.05 65.34 55.63 6.72 19.00 17.00 0.04 0.00 1.97 0.86 24.00 9.00 0.15 6.30 0.05 0.03 0.04 48.00 10.00

15 In Oprn 62.04 64.49 55.26 6.65 19.00 17.00 0.04 0.00 1.81 0.30 24.00 9.00 0.21 6.23 0.07 0.04 0.05 48.00 33.00

16 In Oprn 64.77 64.44 54.37 6.64 20.00 18.00 0.04 0.00 1.36 0.74 24.00 9.00 0.27 6.25 0.08 0.04 0.05 48.00 41.00

17 In Oprn 64.95 64.54 55.19 6.62 19.00 17.00 0.04 0.00 0.89 0.74 24.00 9.00 0.17 6.23 0.06 0.04 0.05 48.00 41.00

18 In Oprn 58.61 66.32 54.74 6.61 19.00 18.00 0.04 0.00 1.55 0.74 24.00 9.00 0.12 6.27 0.07 0.03 0.05 48.00 45.00

19 In Oprn 56.58 64.27 55.34 6.66 19.00 17.00 0.04 0.00 0.80 0.68 24.00 9.00 0.21 6.31 0.08 0.03 0.05 48.00 30480.00

20 In Oprn 59.25 68.83 60.52 6.60 20.00 18.00 0.04 0.00 4.21 0.29 24.00 9.00 0.71 6.29 0.09 0.04 0.05 48.00 86.00

21 In Oprn 62.43 63.42 58.03 6.67 19.00 17.00 0.04 0.00 35.60 1.24 24.00 9.00 0.40 6.31 0.08 0.04 0.05 48.00 190.00

22 In Oprn 65 67.40 58.65 6.68 19.00 17.00 0.04 0.00 6.15 0.62 24.00 9.00 0.21 6.26 0.10 0.04 0.05 48.00 1706.00

23 In Oprn 63.09 68.09 57.89 6.63 19.00 17.00 0.04 0.00 0.76 0.54 24.00 9.00 0.11 6.27 0.16 0.03 0.05 48.00 28.00

24 In Oprn 64.83 65.48 53.79 6.61 19.00 17.00 0.04 0.00 0.74 0.43 24.00 9.00 0.51 6.24 0.08 0.03 0.05 48.00 31.00

25 In Oprn 59.89 61.80 52.95 6.58 19.00 18.00 0.03 0.00 8.77 0.49 24.00 9.00 0.51 6.23 0.06 0.04 0.04 48.00 45.00

26 In Oprn 59.98 63.83 55.13 6.63 19.00 18.00 0.03 0.00 0.57 0.47 24.00 9.00 0.14 6.28 0.08 0.04 0.05 48.00 41.00

27 In Oprn 58.9 68.63 59.62 6.61 20.00 18.00 0.03 0.00 1.02 0.45 24.00 9.00 0.34 6.25 0.06 0.03 0.04 48.00 43.00

28 In Oprn 64.94 61.94 56.49 6.67 19.00 17.00 0.04 0.00 1.44 0.44 24.00 9.00 0.10 6.26 0.07 0.03 0.05 48.00 526.00

Total  1771.49 1853.88 1587.74 186.26 518.00 485.00 1.25 0.00 94.74 25.62   9.58 175.63 2.18 0.95 1.36 1344.00 34203.00

# Days  28 28 28 28 28 28 28 28 28 28 28  28 28 28 28 28 28 28

Avg  63.27 66.21 56.71          0.34 6.27   0.05 48.00 1221.54

Max  78.92 71.91 60.93 6.75 20.00 18.00 0.06 0 35.60    1.14 6.32 0.16    30480.00

Min  56.58 61.80 52.95 6.58 15.00 17.00 0.03 0.00  0.29   0.10 6.21  0.02   10.00
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Water System:GA0890001-DEKALB COUNTY  Treatment Facility:201-DEKALB CO WATER PLANT Feb 2017

Date Oprn

01 In Oprn

02 In Oprn

03 In Oprn

04 In Oprn

05 In Oprn

06 In Oprn

07 In Oprn

08 In Oprn

09 In Oprn

10 In Oprn

11 In Oprn

12 In Oprn

13 In Oprn

14 In Oprn

15 In Oprn

16 In Oprn

17 In Oprn

18 In Oprn

19 In Oprn

20 In Oprn

21 In Oprn

22 In Oprn

23 In Oprn

24 In Oprn

25 In Oprn

26 In Oprn

27 In Oprn

28 In Oprn

Total  

# Days  

Avg  

Max  

Min  

Fe (mg/L) Mn (mg/L)
Fluoride 

(mg/L)
pH (Max.) pH (Min.)

Chlorine 

Minimum 

Free 

Available 

(mg/L)

Chlorite 

(mg/L) [if 

ClO2 used]

Chlorine 

Dioxide 

(mg/L) [if 

ClO2 used]

Peak 

Hourly 

Flow (PHF) 

(MGD)

Chlorine 

Free 

Available 

at PHF 

(mg/L)

Giardia log 

Inactivation

Virus log 

Inactivation 

[if ozone or 

chloramine 

used]

0.00 0.00 0.85 9.12 8.95 1.43 73.20 1.47 3.66 86.34

0.00 0.00 0.86 9.19 9.03 1.41 73.20 1.49 4.18 90.00

0.00 0.00 0.88 9.20 8.90 1.34 73.92 1.42 4.08 39.79

0.01 0.00 0.89 9.20 9.02 1.37 73.20 1.39 3.71 53.78

0.00 0.00 0.87 9.29 9.04 1.37 79.20 1.44 3.59 35.53

0.01 0.00 0.89 9.45 9.02 1.29 81.60 1.37 3.57 34.14

0.01 0.00 0.83 9.15 8.92 1.33 72.24 1.38 3.71 89.09

0.00 0.00 0.80 9.05 8.90 1.35 76.00 1.57 3.76 95.16

0.02 0.00 0.86 9.06 8.68 1.43 73.00 1.51 3.73 92.70

0.00 0.00 0.80 9.15 8.89 1.38 71.00 1.53 3.83 43.82

0.00 0.00 0.85 9.07 8.91 1.19 77.00 1.47 3.65 85.56

0.00 0.00 0.83 9.05 8.90 1.46 75.00 1.51 3.65 86.56

0.01 0.00 0.87 9.23 8.97 1.40 73.44 1.40 4.21 55.72

0.00 0.00 0.85 9.17 9.01 1.39 76.32 1.44 4.19 55.15

0.00 0.00 0.82 9.13 8.99 1.42 71.28 1.46 4.41 62.30

0.00 0.00 0.78 9.08 8.95 1.42 66.48 1.46 4.47 105.69

0.00 0.00 0.75 9.11 8.96 1.42 65.28 1.46 4.51 107.64

0.00 0.00 0.87 9.18 9.00 1.41 73.68 1.41 4.29 95.84

0.00 0.00 1.01 9.19 9.05 1.40 66.48 1.48 4.41 44.83

0.00 0.00 0.77 9.17 9.01 1.35 74.16 1.53 4.33 43.30

0.00 0.00 0.81 9.19 8.98 1.40 75.36 1.43 3.64 85.04

0.00 0.00 0.88 9.12 9.01 1.47 73.92 1.51 4.31 59.71

0.01 0.00 0.90 9.19 9.01 1.25 74.64 1.56 4.35 43.87

0.00 0.00 0.88 9.14 9.05 1.37 73.68 1.59 4.33 65.00

0.00 0.00 0.90 9.16 8.99 1.43 64.56 1.60 4.76 80.97

0.00 0.00 0.79 9.10 9.00 1.49 67.20 1.52 4.50 76.28

0.00 0.00 0.90 9.16 8.97 1.37 68.40 1.43 4.45 112.44

0.01 0.00 0.79 9.12 8.92 1.47 66.48 1.59 4.79 81.19

0.08 0.00 23.78 256.42 251.03 38.81 0 0     

28 28 28 28 28 28 0 0     

0.00 0.00 0.85   1.39 0 0   4.11 71.69

0.02 0 1.01 9.45  1.49 0 0 81.60 1.60 4.79 112.44

0.00 0.00 0.75  8.68 1.19   64.56 1.37 3.57 34.14
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